CONDUIT FEEDS FROM TELCO UNDERGROUND

- Conduit feed from pole to building
- Traffic flow indicated
- Curb with instructions to clamp conduit to pole
- Terminating conduit on pole
- Building shear line and adapter to main terminal
- Typical information indicating warning tape

Dimensions and materials specified in the drawing:
- Conduits (use schedule 80 PVC or equivalent)
- Sub 6" to 12" A.F.G. and clamp to pole
- Long radius sweep with minimum radius
- Building fill dimensions
- Concrete base with diameter markings

Drawing by: TA
Checked by: GR
Project #: -
Date: 10-26-2000
Drawing #: SK-17

The State University of New Jersey
Rutgers University Planning and Development
Piscataway, New Jersey